
SGS United Kingdom Ltd 
Industrial Services 

TYPE-APPROVAL CERTIFICATE 
IN ACCORDANCE WITH THE TRANSPORTABLE PRESSURE 

EQUIPMENT DIRECTIVE 2010/35/EU and ADR. 

Applicant: 
Name : Oasis Engineering Ltd 

Address: 129 Birch Avenue, Tauranga, New Zealand 

Description: 

Manufacturer: 

½" NB BV704 Type Valve 

Oasis Engineering Ltd 

SGS REFERENCE No 
269448/T A/01 

Notified Body: 
SGS United Kingdom Ltd 
Industrial Services 
Station Road, 
Oldbury, 
West Midlands B69 4LN 

Address: 129 Birch Avenue, Tauranga, New Zealand 

Standard/Specification: EN ISO 10297:2006 

Drawing Nos.: See Annex 1 

Valve Test Pressure (Pvt) : See Annex 1 

Contents: See Annex 1 

Connections: See Annex 1 

Type Approval Test Report: See Annex 1 

Notified Body Identification Number : 0353 

The undersigned certifies that the type of this pressure equipment conforms to the requirements of 
Transportable Pressure Equipment Directive (2010/35/EU) and ADR 2017. 

Date : 12th October 2017 Name : M.A. Homer 

SGS Stamp : SC$ Signature : ... 

SGS Type Approval File References: See Annex 1 

Note: 
1. The applicant must advise SGS of all modifications to the approved type, and these may be subject 

to additional approval. 

2. This certificate is valid for 1 O years from the date of original issue ( 10th December 2011 ), and is 
renewable on application 

3. This certificate replaces SGS UK Limited certificate 236146/T A/01 dated 17th June 2016 

lfPvR-01F3 Issue : 01 Date June 2011 Page 1 of 1 

G 
This document is issued by the Company under its General Conditions of service printed overleaf. Atte 

to the limitation of liability, indemnification and jurisdiction issued defined therein. 

Any holder of this document is advised that information contained hereon reflects the Company's findings at the time of its intervention only 
and within the limits of Client's instructions, if any. The Company's sole responsibility is to its Client and this document does not exonerate 

parties to a transaction from exercising all their rights and obligations under the transaction documents. Any unauthorized alteration, forgery 
or falsification of the content or appearance of this document is unlawful and offenders may be prosecuted to the fullest extent of the law. 



Annex1 SGS Reference No. 269448 

Basic Model BV704 

Type of Valve BV704 1/ 2" TPED Valve 

Drawings Drawing Nas. Revis/an Inlet connections Outlet connecti ons Dated 

BV704-PN6LDDN-1000 A 1/2" NPT 1/2" NPT 09/05/ 2016 

BV704-PB6LDDN-1000 B 1/2" BSPP 1/ 2" BSPP 

BV704-NN6LDDN-1000 A 1/2" NPT 1/ 2" NPT 

BV704-N86LDDN-1000 A 1/2" BSPP 1/ 2" BSPP 

BV704•PN6LDDN-0124 A 1/2" NPT 1/ 2" NPT 14/0B/ 2017 

BV704-PB6LDDN-0124 A 1/2" BSPP 1/ 2" BSPP 

8V704-NN6LDDN-0124 A 1/2" NPT 1/ 2" NPT 

BV704-NB6LDDN-0124 A 1/2" BSPP 1/ 2" BSPP 

Gas Service Symbol Name State Un No. 

N& Natural Gas Compressed 1971 

Pressures Hydrostatic Test Pressure Pht 562 bar 

Compressed Gas 

Working pressure Pw 250bar max 

Valve Tesr Pressure Pvt 300bar.max 

Mar/ting on rhe body TPEOMorlt n + Notified Body Number 

ISO 10297 Mark ISOV 

Symbol Mark OASISNGV COM 

Valve Type BV704 

Valve In/er Connections See drawings f or apphcable connect ion standards (Inlet) 

Valve Our/er Connections See drawings f or appl icable connection standards (Outlet) 

Manufacture date YY-MM 

Lat Number sxxxxx-xxx 
Applicable Tesr Reports Test sequence Basis for Test Date of Test Tesr Standard 

No 1 Hydraulic Pressure test (Clause 6 9) 06/ 10/ 2011 EN ISO 10297 2006 

No 2 Excess,ve torque tests (Clause 6 10) 06/10/ 2011 

No 3 Internal/external leak tightness tests (Clause 6 11 2 and 6 11 3) 30/10/2011 

No 4 Internal/external leak tightness tests after aging at 6S°C for 5 07/11/ 2011 

days (Clause 6 11.2 and 6 11.3) 

No 5 Endurance Test (Clause 6.12) 09/ 11/ 2011 

No. 6 Internal/external leak t ightness tests after endurance test 10/ 11/ 2011 

(Clause 6 11 2 and 6 11.3) 

No 7 Internal/external leak t ightness t ost s at 6S°C (Clause 6 11 2 and 10/ 11/ 2011 

6113) 

No B Internal/external leak tightness tests at -2o•c (Clause 6.11 2 and 16/ 11/ 2011 

6113) 

No 9 Visual Examination (Clause 6 12) 16/ 11/ 2011 

No. 10 flame lmpin11ment Test (Clause 6 13) 16/ 11/ 2011 

Type approval file references Type Approval No. Notes Dated 

PC/117801/8/01 Original Issue 05/ 12/ 2011 

157939/TA/Ol Descnpt1on, connections and body markings added to certificate 27/ 09/ 2013 

236146/TA/Ol Pressure rel ief added to ball 17/ 06/ 2016 

269448/T A/ 01 Valves with actuators added and certificate included Annex 1 12/ 10/ 2017 
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